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This list is a combination of errors that have been identified in the current edition and editorial changes
that will be made to the next edition. Previously issued errata dated August 23 2006 and December 28,
2006 have been included.

~ = new

Page xxii - Section 78 Subcommittee - "T. Branch" should be "R. Branch"

Reference Publications - C22.2 No. 59 - shouldbe C22.2No. 159.

Reference Publications - C22.2 No. 59.1 - Delete.

~ Definition of "Exposed (as applied to live parts)" - should read "live parts that can be "

Definition of "Repellent" - Delete.

2-102(4) - A delta symbol is missing in the margin.

10-1102(1) - Should read "Neutral grounding devices shall be permitted to be used only on systems
where all neutral conductors are insulated to the nominal system voltage."

10-1108(2) - Delete the word "that".

Rule 12-318(b)(i) and (ii) - "NS-75 and NS-90" should read "NS75 and NS90".

Rule 12-806(h) - should read "30 A" instead of "3 A".

~ Subrule 12-2102(2) - replace "5 ft" with "1.5 m".

20-012(2) - References to 18-108(1 )(a)(iii) and 18-158(1)(a)(ii) should be to 18-108(3)(c) and
18-158(3)(b) respectively.

20-108(1) - Reference to 18-158(1 )(a)(ii) should be t018-158(3)(b).

~ Subrule 26-260(1) - replace text "(2), (3), and (4)," with "(2) and (3),"

70-122(4) - the second "(a)" should be a "(b)"

~ Table 16 - Title should read "Minimum Size for Bonding Conductors".

Appendix B Note to Rule 10-814(3) - Delete.

Appendix B Note to Rule 18-108(6)(a) - Two references to Subrule (2)(a)(i) and (ii) should be to
Subrule (6)(a)(i) and (ii).

Appendix B Note to Rules 18-114, 28-314 - Delete Item (a) from the reference list.
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